8" DIAMETER SCHEDULE 40 STEEL
PIPE FILLED WITH CONCRETE OR
REINFORCED CONCRETE BOLLARD

3.0’

NOTE:

PAINT BOLLARD WITH ONE COAT OF PRIMER
AND TWO COATS OF FINISH. FINISH PAINT
TO BE EXTERIOR OIL BASE ENAMEL.
COLOR TO BE SAFETY YELLOW.

3.0'

TYPICAL BOLLARD SECTION

DITCH

BOLLARD AS REQUIRED —

ENGINEER TO DESIGN
T—_/ THE SIZE OF CULVERT

IF APPLICABLE
SURFACE WITHIN 3' RADIUS TO

HAVE UNIFORM ELEVATION

6.0'

3.0'

36" RADIUS

NOTE:

BOLLARDS MAY BE REQUIRED
AT THE DISCRETION OF
ENGINEER OR INSPECTOR TO
PROTECT CITY WATER
SYSTEM.

3.0'

6.0'

FIRE HYDRANT SEE
STD DWG 5081 @

FIRE HYDRANT PLAN

DITCH

City of Bremerton FIRE HYDRANT PLAN & BOLLARD
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